one foot

three inches

= one foot

one and one—half inches

one foot

one inch

one foot

three—quarters inch

one foot

one—half inch

E

EQUIPMENT SCHEDULE
FURNISHED | INSTALLED
MARK |DESCRIPTION QTY. | GC | VA | GC | VA |PRODUCT (BASIS OF DESIGN) NOTES
1 |DENTAL LUBRICATOR 4 X X__| ASSISTINA 301 PLUS/NSK CARE 3 PLUS
2 |WATER PURIFICATION SYSTEM 1 X X AMERIWATER RO3 MODEL #OOHCS—2055
3 |DETERGENT DISPENSING SYSTEM 1 X X
4 |ULTRASONIC CLEANER (SINGLE) 1 X X | CAVIWAVE 20-W
5 JULTRASONIC CLEANER (DOUBLE) 1 X X__ [ CAVINAVE_20-WRD
6 |WASHER/DISINFECTOR 2+1 FUT X X __[STERIS RELIANCE HAMO VISION
7 |PASS THROUGH 4 X X AAMSCO
8 | CART WASH 1 X X STERIS VISION 1327
9 [STEAM GUN 1 X X GETTINGE 7510
10 |ENDOSCOPE REPROCESSOR 3 X X__ [ MEDIVATOR 2.0
11 [ENDOSCOPE DRYING CABINET 1 X X
12_|DRYING CABINET 1 X X
13 |LOW _TEMPERATURE STERILIZER 2 X X [ AAMSCO V—PRO MAX
14 | STEAM STERILIZER (SMALL) 1 X X [ AAMSCO 400 SERIES
15 | STEAM STERILIZER (LARGE) 2 X X | AAMSCO EVOLUTION
@ @ 16 |PREP AND PACK TABLE 3 X X
¥ ¥ ¥ © @ © © © 2 ¢ e I — 1
| | | | | | | | | | 18 |LOCKER ROOM BENCH 4 X X 2
30 |CT SCANNER 1 X X__| TOSHIBA AQUILION
! L L ! ! ! ! ! ! L 31 |MRI-CLOSED 1 X X | HITACHI OASIS MARK ||
32 | MRI—OPEN 1 X X__ | HITACHI ECHELON OVAL
| & = | | ' STEAM STERLL | | | o 33 |ICE MACHINE/DISPENSER 1 X X | SCOTSMAN MDT5N25A—1J
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GENERAL EQUIPMENT NOTES:
— — N _— e e e e e e ——y— - —{D 1 ARCHITECTURAL AND ENGINERING DOCUMENTS ARE BASED ON EQUIPMENT INFORMATION PROVIDED BY THE VAMC DURING
- "r;ﬁ\ =" 7 B A DESIGN. THE BASIS OF DESIGN MODELS ARE LISTED ABOVE. PRIOR TO ROUGH—IN OF ANY VA—FURNISHED
| N r”ﬁﬂ——— | | | | X@ EQUIPMENT, CONTRACTOR SHALL VERIFY MAKE, MODEL AND ALL M/E/P, STRUCTURAL AND OTHER REQUIREMENTS OF
AV | f‘j“ | - _@ EQUIPMENT AND COORDINATE WITH CONSTRUCTION, UTILITIES OR ROUGH—IN. REFER TO SPEC SECTION 11 70 00
L B = i N | ASSIST_CHIEF CLERK | CHIEE_OFFICE ! ] "EQUIPMENT” FOR ADDITIONAL INFORMATION.
® ] | 1 . 343 342 [341] |
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| B [513] i P q q [ conFerence | 1 HALF-HEIGHT LOCKERS
‘@ <~ PREP_& PACK 17— — 71 ® = [ \ | | 2 SEE INTERIOR ELEVATIONS FOR LENGTHS
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